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TENDER 19-07 

 
WATERFRONT SEWER UPGRADES PHASE II 

 
ADDENDUM NO. 2 

 
March 28th, 2019 

 
This addendum forms part of the Tender Documents and shall be read, interpreted, and 
coordinated with all other parts. The costs of all elements contained herein shall be included in the 
submission. The following revisions, changes, corrections, additions, and or deletions supersede 
the information contained in the original Documents to the extent referenced and shall become part 
thereof. 
 
Addendum Item 1 - Questions and Answers 
 
1. Proponent Question: 

 
In this tender it mentions cold mixing the trenches. Would this be required for all the lineal 
trenches as well as the crossings or just the crossings? Would maintained 19mm- be 
acceptable for the lineal trench? 
 
Response: 
 
Cold mix is required to all trenches until the permanent paving work is completed as per 
Specification 3.6.6 and 3.6.7 and Supplemental Specification 31 23 01 3.6.6.3. 
 

2. Proponent Question: 
 
Is there a deadline to ask the City further questions? 
 
Response: 
 
All questions regarding this tender must be submitted to the City in writing at 
purchasing@campbellriver.ca no later than 2:00pm (local time) on Wednesday April 3rd. 
Any questions received after this date and time will not be responded to. 

 
Addendum Item 2 – Options for Alternatives 
 
Add to the Instructions to Tenderers Part I the following: 
 
Options for Alternatives 4.13 
 
Option 1 and Option 2 in the Optional Work portion of the Schedule of Quantities and Prices are 
mutually exclusive. The Work will include one or the other but not both. Consequently, the Owner 
will include only the lower of the extended prices of the Option 1 and Option 2 items when  
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calculating the Tender total cost for making price comparisons between Tenders. In all other 
respects IT 17.2 shall apply. 
 
The Tenderer shall determine the lower cumulative total for either Option 1 or Option 2 and include 
this lower cumulative total in calculating the total tender value. 
 
Addendum Item 3 – Updated Tender Documents 
 
The tender documents have been updated as follows and are attached to this addendum: 
 
1. The Schedule of Quantities and Prices have been revised, replace Appendix 1 with Appendix 

1A (issued 28Mar19), as attached. Updated items are highlighted in yellow. 
 

2. Supplemental Specification 01 52 01 has been added and is attached to this addendum. 
 

3. Project drawings have been revised as attached. 
 
Addendum Item 4 – Closing Date Revision 
 
Change the Tender closing date from Wednesday April 10th, 2019 and replace with “Friday April 
12th, 2019”. 
 
 
 
End of Addendum 
 
Acknowledgement of this Addendum in your Tender submission is required. 
 
 
Clinton J. Crook, SCMP, CPSM 
Purchasing & Risk Management Officer 
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Appendix 1A 
(issued 28March19) 

SCHEDULE OF QUANTITIES AND PRICES – GST EXCLUDED 
(See paragraph 5.3.1 of the Instructions to Tender – Part II) 

(All prices and Quotations including the Contract Price shall include all 
Taxes, but shall not include GST, GST shall be shown separately) 

 

Item MMCD Ref. Description Unit Quantity Unit 
Price Amount 

  01 - GENERAL ITEMS       

  01 01 01 Mobilization and Demobilization         

1 1.1.1-1.1.5 Mobilization & Demobilization (maximum 
10% of Tender Price) LS 1     

  01 33 01 Project Record Documents         

2 1.8.1 Project record documents LS 1     

  01 52 01 Temporary Structures         

3 1.6.1 Temporary structures LS 1     

  01 53 01 Temporary Facilities         

4 1.9.1 Sanitary facilities, site storage, loading 
and hoardings LS 1     

4a 1.9.1 
Mobilization & demobilization of well 
pointing de-watering and water 
treatment equipment (Optional Work) 

LS 1     

4b 1.9.1 
Operation and maintenance of well 
pointing de-watering equipment 
(Optional Work) 

day 56     

4c 1.9.1 Operation and maintenance of water 
treatment equipment (Optional Work) day 56     

  01 55 00 Traffic Control, Vehicle Access and Parking         

5 1.5.1 Traffic control, vehicle access and 
parking LS 1     

  01 57 01 Environmental Protection         

6 1.6.1 Temporary erosion and sediment control LS 1     

    Sub-Total Page 9: $ 
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Item MMCD Ref. Description Unit Quantity Unit 
Price Amount 

  31 - EARTHWORKS        

  31 22 16.1 Reshaping Existing Subgrade         

7 1.4.2 Remove unsuitable subgrade 
(Optional Work) m3 100     

  31 23 01 Excavating, Trenching and Backfilling         

8 1.10.3 Over-excavation including backfilling 
(Optional Work) m3 150     

9 1.10.9 Pre-locate all the existing utilities ea 63     

   31 23 17 Rock Removal         

10 1.6.4/5 Boulders and rock fragments - blasting 
not permitted (Optional Work) m3 50     

  31 23 23 Controlled Density Fill         

11 1.4.1 CDF (Pipe 200 mm diameter) m 43     

  31 24 13 Roadway Excavation, Embankment and Compaction       

11a 1.8.5 Common excavation, off-site disposal m3 15     

  32 - ROADS AND SITE IMPROVEMENTS        

  21 01 16 Cold Milling         

12 1.5.1 Milling 200mm wide for permanent 
pavement restoration, 50mm depth m 1 975     

  32 11 16.1 Granular Subbase         

12a 1.4.2 Granular subbase T 40     

13 1.4.2 Granular subbase (Optional Work) T 250     

  32 11 23 Granular Base         

14 1.4.1 Granular base (Optional Work) T 150     

15 1.4.5 Gravel shoulder restoration 19 mm 
gravel; 100 mm thk m2 900     

    Sub-Total Page 10: $ 
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Item MMCD Ref. Description Unit Quantity Unit 
Price Amount 

   32 12 16 Hot-Mix Asphalt Concrete Paving         

16 1.5.7 
Saw cut asphaltic or concrete 
pavements in preparation for permanent 
pavement restoration, all depths 

m 2 000     

17 1.5.9 Coordination of Owner's Asphalt 
Contractor LS 1     

   32 17 23 Painted Pavement Markings         

18 1.5.2 Paint fog line on Hwy 19A LS 1     

19 1.5.3 Thermoplastic zebra crosswalk LS 1     

  32 91 21 Topsoil and Finish Grading         

19a 1.4.1 Imported topsoil m3 20     

  32 92 19 Hydraulic Seeding         

19b 1.8.1 Hydraulic seeding; lawn mix m2 200     

  33 - UTILITIES        

  33 01 30.1 CCTV Inspection of Pipelines         

20 1.6.2 CCTV pipeline inspection m 2 367     

   33 11 01 Waterworks - Imported Backfill         

21 1.8.1/2 Pipe - 200 mm diam. C900 DR18; all 
depths m 6     

22 1.8.3 Bends - 200 mm diam. ea 4     

23 1.8.5 Remove and replace service connection 
pipe across trench - 19 mm diam. ea 14     

24 1.8.5 Remove and replace service connection 
pipe across trench - 25 mm diam. ea 1     

25 1.8.5 Remove and replace service connection 
pipe across trench - 38 mm diam. ea 1     

26 1.8.14 Tie-in - 200 mm to be performed by 
Contractor; STA 1+688 ea 1     

    Sub-Total Page 11: $ 
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Item MMCD Ref. Description Unit Quantity Unit 
Price Amount 

  33 30 01 Sanitary Sewers - Imported Backfill         

27 1.6.1/2 Pipe - 200 mm diam. PVC DR35; 3m - 
4m depth m 7     

28 1.6.3 Remove and replace service connection 
pipe across trench - 100 mm diam. ea 18     

29 1.6.7 Tie-in - 200 mm diam. pipe into existing 
200 mm diam. CI pipe ea 1     

  33 34 01 Sewage Forcemains - Imported Backfill         

30 1.8.1/1 Pipe - 150 mm diam. PVC at 3m - 4m 
depth m 11     

  Option 1 - HDPE Sewage Forcemain         

31 1.8.1/2 Pipe - 813 mm diam. HDPE DR21 at 
<2m depth m 92     

32 1.8.1/2 Pipe - 813 mm diam. HDPE DR21 at 
2m - 3m depth m 1871     

 Option 2 - PVC Sewage Forcemain       

31a 1.8.1/2 Pipe - 750 mm diam. PVC SDR-32.5 
PC125 at <2m depth m 92     

32a 1.8.1/2 Pipe - 750 mm diam. PVC SDR-32.5 
PC125 at 2m - 3m depth m 1871     

33 1.8.3 Gate valve - 100 mm, FL - FL ea 3     

34 1.8.3 Gate valve - 150 mm, FL - H ea 1     

35 1.8.3 Gate valve - 200 mm, FL - FL ea 6     

36 1.8.5 Test point ea 2     

 Option 1 - HDPE Sewage Forcemain     

37 1.8.5 Air release valve chamber; HDPE tee ea 3   

38 1.8.5 Blow-down chamber; HDPE tee ea 3   

39 1.8.10 Tie-in - 813 mm diam. pipe into existing 
750 mm diam. sewer LS 1   

         Sub-Total Page 12: $  
 
 
 
 
 



CITY OF CAMPBELL RIVER 
TENDER 19-07 
WATERFRONT SEWER UPGRADES PHASE II 
FORM OF TENDER                   Page 13 of 19 

 
MMCD – PLATINUM 2009 

  Tenderer’s   Owner’s 
  Initial   Initial 

 
 
 

 
 

 

 

Item MMCD Ref. Description Unit Quantity Unit 
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 Option 2 - PVC Sewage Forcemain       

40a 1.8.5 Air release valve chamber; epoxy 
coated DI tee on PVC mainline ea 3     

41a 1.8.5 Blow-down chamber; epoxy coated DI 
tee on PVC mainline ea 3     

42a 1.8.10 Tie-in - 750 mm diam. pipe into existing 
750 mm diam. forcemain LS 1     

43 1.8.10 Tie-in - 750 mm diam. FL gate valve to 
813 mm diam. pipe at STA 0+000 LS 1     

  Option 1 - HDPE Sewage Forcemain         

44 1.8.11 Bend 813 mm HDPE DR21 - 22.50 
degree ea 2     

 Option 2 - PVC Sewage Forcemain       

44a 1.8.11 Bend 750 mm epoxy coated DI - 22.50 
degree ea 2     

45 1.8.11 Romac STS 420 tapping sleeve; 813 
mm O.D. to 150 mm ea 1     

 Option 1 - HDPE Sewage Forcemain       

46 1.8.11 Electrofusion couplings - 813 mm OD 
(Optional Work) ea 20     

47 1.8.12 EZ valve installation to isolate the 
Pinecrest drop LS 1     

  33 40 01 Storm Sewers - Imported Backfill         

48 1.6.1/2 Pipe - 600 mm diam. PVC ribbed; 1m - 
2m depth m 70     

49 1.6.1/2 Pipe - 900 mm diam. PVC ribbed; 1m - 
2m depth m 30     

50 1.6.9 Tie-in - 900 mm diam. pipe into new 
DMH ea 2     

51 1.6.10 
Precast concrete headwall incl trash 
rack; Langley Type II; 600 mm diam. 
pipe 

ea 6     

  33 44 01 Manholes and Catchbasins         

52 1.5.1.1 Manhole base, lid, slab, cover and frame 
- 1050 mm diam. ea 1     

53 1.5.1.2 Manhole riser section - 1050 mm diam. Vert. 
m 3     

54 1.5.5 Outside ramp manhole - 1050 mm diam. ea 1     

    Sub-Total Page 13: $ 
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     SUMMARY 

     Sub-Total Page 9: $ 

    Sub-Total Page 10: $ 

    Sub- Total Page 11: $ 

    Sub-Total Page 12: $ 

    Sub-Total Page 13: $ 

The Tenderer shall determine the lower cumulative total for either 
Option 1 or Option 2 and include this lower cumulative total in 
calculating the total tender value. 

 Sub-Total $ 

 GST (5%): $ 

     GRAND TOTAL: $ 
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1.3 DEWATERING 
 

(Add) 
.2 Treat water from dewatering operations before 

discharging to the environment so that the turbidity is less 
than 25 NTU at the outlet from the treatment facility. 

  
1.9 PAYMENT .2 Payment for mobilization and demobilization of well 

pointing and water treatment equipment shall be made by 
lump sum.  50% payable upon mobilization and 50% 
payable upon demobilization. 

 
.3 Payment for operation and maintenance of well pointing 

and water treatment equipment shall be made per day, 
which shall include non-working days if it is necessary to 
keep the equipment operational. 

  

 
END OF SECTION 01 52 01 
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